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Linoleum - Asbestos containing 

Linoieum -- Non-asbestos containing 

Floor Tile -- Asbestos containing 

Carpet over Concrete 

Carpet over Wood 

Ceramic Tile 
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Ej~~!1 t:: i Concrete 

u.s. Naval Station, Charleston, SC 
Officer's Quarters 
Legend 
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ENVIRONMENTAL 
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D-ES-1-02 

Dining Room 

D-PI-1-01 
(CRAWL SPACE) 

D-DW-1-01 
D-L-1-03 
D-IS-1-01 
D-L-1-01 
D-L-1-02 

Living Room 

D-DW-1-02 
D-DW-2-01 
D-CW-1-01 
O-ES-1-01 
O-T-1-01 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit D 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/26/92 CONSULTANTS 

D-DW-3-01 
D-L-2-01 
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D-L-l-0l 

D-L-l-02 

D-L-1-03 

D-L-2-01 

D-DW-1-01 

D-DW-l-02 

D-OW-2-01 

0-OW-3-01 

0-CW-1-01 

D-PI-1-01 

D-IS-1-01 

0-1-1-01 

D-T-l-01 

D-ES-1-01 

D-ES-1-Q2 

I A~LI:: ~.1 
BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNIT D 

NAD N/A 5% Synthetics, 30% Ceftu(ose 

5% Synthetics, 3% Fiberglass, 

1 linoleum 10% Chrysotue NO 20% Cellulose 

5% Synthetics, 3% Fiberglass, 

1 linoleum 10% NO 20% Cellulose 

30% NO 10% Cellulose 

1 drywall and joint compou!ld NAD N/A 40% Cellulose 

1 drywall and JoInt compound NAD N/A 20% Cellulose 

I and NAD N/A 25% Cellulose 

NAD N/A Cellulose 

NAD N/A 30% Cellulose 

60% NO 20% Cellulose 

NAD N/A 85% 

NAO N/A 3% 1% 

1 Insulation NAO N/A 97% Cellulose 

- Exterior 30% NO 

1 Exterior sea,lan! NAO N/A 2% Cellulose 

1 Exterior sealant NAD N/A 1% 

NA Not Analyzed - previous sample from homogeneous area positive. 

NAD No Asbestos Detected 

Laundry Closel D-L-l-01 

Bedroom 4 Closet 

Kitchen 

Service Porch Closet D-L-2-01 

Kitchen Closet 

Heater Room 

Bedroom 3 D-DW-l-03 

Room 

D-DW-3-01 

Heater Room D-CW-1-01 

Bathroom -1st Floor 

D-I-l-Ol 

D-T-1-01 

Front of House D-ES-l-Ol 

Front of House D-ES-1-Q2 



-01 
L-L-1-03 

FIRST FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit L 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/27/92 CONSULTANTS 

L-CM-1-01 
L-CM-1-02 
L-DVV-1-01 
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Bedroom 5 

, , 
--, I , , , , , , , , , , , , , , , , 

-----~ Doul;>le Garag , , 
I I ~------, " , " , " , " 

L-DI-1-03 
L-DI-1-02 

I I I • Lt______ _ ________ ...I- ________ .l _____ l. ____________ ,..,', 

,:. ___ .-j-_-j I II', 

Bath : : I:: 
Bath I : ::-

. ·1: :~··f······················' ... : 

I ':a":d~"'hw~~\.. R~p.o" 
I j I ....... \:\~\\.~~_-
------------------~.:. . .:.:_-.:..,,---:.:.: .. 

Legend: 
...... - Insulated Pipe 
------- Insulated Duct 

L-DI-1-01 
L-IS-1-01 
L-IS-1-02 
L-IS-1-03 

'---- L-PI-1-01 

Pipe and Duct Sample Locations 

FIRST FLOOR 

U.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit L 

Date: 5/27/92 DURBIN 
ENVIRONMENTAL 

Scale - None CONSULTANTS 



L-DW-1-03 
L-L-1-02 

Porch 

Bedroom 3 

Bedroom 2 

Dining 
Room 

~==========L 

Bedroom 4 
Living Porch 

L-I-1-0 1 (Attic) 
- L-iS-2-0i (Attic) 

L-IS-2-03 (Attic) 
L-PI-2-01 (Attic) 
L-PI-2-02 (Attic) 
L-PI-2-03 (Attic) 
L-IS-2-02 (Attic) 

Note: This is the only unit with central air-conditioning. 

SECOND FLOOR 

U.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit L 
C'" .......... 1.-. 1\.1_ ...... "" I nlleRll\.1 
V\,;QIC; - ''''Vlle;;: '-' ...... 1 ' ..... 11' 

ENVIRONMENTAL 
Date: 5/27/92 CONSUL TANTS 



L-t-l-0l 

L-t-l-02 

L-t-l-03 

L-CM-l-0l 

L-CM-l-02 

I 

L-DW-l-0l 

L-PI-l-Ol 

L-PI-2-0t 

L-PI-2-02 

L-PI-2-03 

L-OI-l-0l 

L-OI-l-02 

L-DI-l-03 

L-IS-l-Ol 

L-1S-1-02 

L·!S-1..Q3 

TABLE 2 
BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNITL 

11inoleum NAD NIA 3% Synthetics, 30% Cellulose 

10% Synthetics, 5% FIberglass, 

1 linoleum NAD NIA 20% Cellulose 

10% Synthetics, 5% FIberglass, 

1 linoleum NAD NIA 20% Cellulose 

NAD NIA 2% Synlhellcs 

NAD NIA 5% Synthetics 

NAD NIA 2% 

~<1 % Chrysoli1e NO 60% Cellulose 

NAD NIA 5% SynthetIcs, 50% Cellulose 

NAD NIA 

20% Chrysoille 
1-2% Amosite 30% Cellulose 

"'<1 % ChrysoWe NO 80% Fiberglass, 10% Cellulose 

"1 % Chrysoille NO 75% Fiberglass, 10% Cellulose 

InSUlation - black mastic NO 73% I , 5% Cellulose 

Duct Insulation 30% ChrysoWe NO 50% Cellulose 

Duct Insulation NA 

Duct Insulation 

Interior Sealant - tape wrap 30% Chrysoille NO 10 % Cellulose 

i Sealant - tape wrap NA 

Interior Sealant - NA 

* Bitumen contains 40% Chrysotile "'Bitumen contaIns 10-20% Chrysotile 

Bedroom 5 Bath L-L-l-Ql 

Kitchen L-L-l-02 

Bedroom 5 

ReceptIon Room L-CM-l-Ql 

Reception Room L-CM-l-Q2 

Room 

Utility Room L-DW-l-0l 

Reception Closet L-DW-l-02 

L-DW-l-03 

, \ 
~-.:, L-PI-l-Ol 

Attic l)"ti::, L-PI-2-01 

Attic L-PI-2-Q2 

Attic 

Ulility Room 1-., I' L-DI-l-Ql 

Garage '60' L-DI-l-Q2 

L-DI-l-Q3 

Utility Room 126' _ L-IS-l-Ol 

Uillity Room ,J..F L-IS-l-02 

L-IS-l-03 



L-IS-2-01 

L-IS-2-02 

L-IS-2-03 

L-I-l-0l 

- - - - - -
TABLE 8.2 

BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNIT L (Cont.) 

Interior Sealant - caulking NAD NIA 5% Fiberglass 

Interior Sealant - caulking NAD NIA 1 % Synthetics, 2% Fiberglass 

Interior Sealant - NAD NIA 2% I 10% Cellulose 

Insulation NAD NIA 98% 

NA Not Analyzed - previous sample from homogeneous area positive. 

NAD No Asbestos Detected 

- - -

Attic L-IS-2-01 

Attic L-IS-2-02 

Attic L-IS-2-03 

Attic L-I-l-Ol 
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L O-DW-1-03 
O-DW-1-01 

FIRST FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
UnitO 

Scale - None DURBIN 
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Date: 5/29/92 CONSUL TANTS 

l 



Bedroom 5 

-----, , , , , , , , 

0-PI-2-01 
(Non-asbestos replacement material) 

-----~ Douible Garage , , 
I t r-------, " , " , " 

~------ t---1 ---~-----L----:---J-----l------------T1:: I 
If" ::Bath Bath I 11" 

. ! rI.·.·_·.·.-.·_·.·.·.·.·.·_·.1J.:~ 
~::::::::~::::::~ 

, , 
, , , 

Laundry ... l.Jtiji.~ Reception 
t.. " , '- ,_..: ... -

I I" 

L_ .:.:...:..:.:...:...: __ ~}_~ ___ .-= __ L:'=~~-
--------------------- ---------

Legend 
...... - Insulated Pipe 
------- Insulated Duct 

~0-IS-1-01 
0-01-1-01 
0-PI-1-01 (Asbestos
containing original insulation) 

Pipe and Duct Sample Locations 

FIRST FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit 0 

Date: 5/29/92 DURBIN 
ENVIRONMENTAL 

Scale - None CONSULTANTS 
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r O-DW-1-02 

Dining 
Room 

~
O-L-2-03 

O-L-2-01 
~O-L-2-02 

I~ 

~========== OL-J II 
Living Room 

Bedroom 2 Bedroom·1 

0-1-1-01 (Attic) 

Living Porch 

O-CM-1-01 

SECOND FLOOR 

I 
U.S. Naval Station, Charleston 
Officer's Quarters 
UnitO 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/29/92 CONSULTANTS 



0-L-l-0l 

0-L-l-02 

0-L-l-03 

0-L-2-01 

0-L-2-02 

0-L-2-03 

0-CM-l-0l 

0-DW-l-0l 

0-DW-1-02 

0-DW-1-03 

0-PI-1-01 

0-PI-2-01 

0-01-1-01 

0-IS-1-01 

0-1-1-01 

TABLL 8.3 
BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNITO 

1 linoleum 20% Chrysotlle NO 3% Synthetics, 10% Cellulose 

1 linoleum NA 

1 linoleum NA 

15% Chrysotlle NO 5% Fiberglass, 15% Cellulose 

NA 

NA 

NAD N/A 5% 1% Cellulose 

NAD N/A 50% Cellulose 

NAD N/A 30% Cellulose 

NAD N/A 80% Cellulose 

40% NO 

NAO N/A 90% , 5% Cellulose 

1 Duct Insulation 30% NO 50% Cellulose 

1 InterIor Sealant - 50% NO 10% Cellulose 

1 Insulation NAD N/A 96% , 1 % Cellulose 

NA Not Analyzed - prevIous sample from homogeneous area positive. 

NAD No Asbestos Detected 

-

Kitchen J I ~-b 0-L-2-01 

Kitchen 0-L-2-02 

KItchen 0-L-2-03 

Porch StaIrs 0-CM-1-01 

Utility Room 0-DW-l-01 

Bedroom 2 Closet 0-OW-l-02 

Room Closet 0-DW-1-03 

0-PI-1-01 

0-PI-2-01 

0-01-1-01 

Room 0-IS-1-01 

Attic 0-1-1-01 
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u.s. Naval Station, Charleston, SC 
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Unit Q 
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Bedroom 5 

, , 
-----, I , , , , , , , , , , , , , , 
-----~ Double Garage , , 

I I r--------
, " , " , " , " 

, ... =-1 
:' 

I I I • L.I______ _ ________ ...1- ________ ...1 _____ .1. ____________ ,., •• 

_._ ... f---I : :::: 
Bath , : :> 

Bath : I ............. J l:: I 

I \.;.·~···:-·::~·'-;~····~··f..-------.--~' f1 !( r --L-- '1 "l' 
Laundry :: __ .l-ILi.t)/ :: Reception 

I "" 
" "', 
:- ,:' "''--;-~!"-

_____ _____________ ~l.: _ .:~.~.: _~:.':.-}:.-.-.- :':-":-"-;_ 

Legend: 

Q-DI-1-01 
Q-PI-1-01 (Non-asbestos replacement material) 
Q-PI-2-01 (Asbestos-containing original insulation) 

...... - Insulated Pipe 
------- Insulated Duct 

Pipe and Duct Sample Locations 

FIRST FLOOR 

U.S. Naval Station, Charleston, SC 
Officer's Quarters 
UnitQ 

Date: 5/28/92 DURBIN 
ENVIRONMENTAL 

Scale - None CONSUL T ANTS 



I 

J 

Q-L-1-02 
Q-DW-1-03 

I Porch I 
r--B-e-d-r-o-o-m-3--'---D-i-ni-n-g---n~~~r~rr 

. Room / 

Bedroom 2 Bedroom 1 

Living Porch 

IIIIII 

SECOND FLOOR 

u.s. Naval Station, Charleston, SC 
Officer'S Quarters 
UnitQ 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/28/92 CONSULTANTS 

Q-I-1-0 1 (Attic) 
Q-I-2-0 1 (Attic) 



Q-L-1-01 

Q-L-1-02 

Q-L-1-03 

Q-CM-1-01 

Q-DW-1-01 

Q-DW-1-O;: 

Q-PI-2-01 

TABLE. 3.4 
BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

1 linoleum 

1 linoleum 

1 linoleum 

5% Chrysotile 

NA 

40% 

NA 

NAD 

NAD 
NAD 
NAD 

NAD 

NAD 

NAD 
NA Not Analyzed - prevIous sample from homogeneous area posItive. 

NAD No Asbestos Detected 

UNIT Q 

NO 

N/A 

N/A 
N/A 
N/A 

N/A 

NO 

NO 

N/A 

5% Fiberglass, 20% Cellulose 

2% 2% Cellulose 

50% Cellulose 

50% Cellulose 

50% Cellulose 

50% ,10% 

20% Cellulose 

40% Cellulose 

98% 

98% 

Q-L-1-01 

Bedroom !5 Bathroom Q-l-1-02 

Bedroom 5 Bath -03 

I Room Q-CM-1-01 

Utility Room Q-DW-1-01 

Reception Room Q-DW-1-02 

Breakfa,st Room Q-DW-1-03 

Room Q-PI-1-01 

2. 8 )..,+', 
Q-PI-2-01 

I -01 
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~ R-L-1-01 
R-L-1-02 
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I II"""'" I I L-\ ... .n . ...II'\. 

U.S. Naval Station, Charleston 
Officer's Quarters 
Unit R 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/29/92 CONSULTANTS 
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Bedroom 5 

-----., , , , , , , , , 
, , , , , , , , 

~------ -- ------~--" ..... -1----1 
Bath 

Bath 

I 
I 
I .. .. 

. . . WtiJi.t)/ 
I 

undry .. .. Reception 

Open Porch 
(Screened) 

Legend: 
...... - Insulated Pipe 
------- Insulated Duct 

Pipe and Duct Sample Locations 

FIRST FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit R 

Date: 5/29/92 DURBIN 
ENVIRONMENTAL 

Scale - None CONSULTANTS 

n 



Bedroom 3 Dining 
Room 

R-L-1-03 

~========== 

Bedroom 2 Bedroom 1 

~========== 

Bedroom 4 
Living Porch 

SECOND FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit R 

Scale - None 

Date: 5/29/92 

DURB!N 
ENVIRONMENTAL 
CONSULTANTS 

R-FT-1-01 
R-FT-2-01 
R-DW-1-03 
R-FT-1-02 
R-FT-2-02 
R-FT-1-03 
R-FT-2-03 

R-I-1-01 (Attic) 



n 

)) 

n 

IJ 

11 

,. , 
'I \, 

" 
i 

R-CT-1-02 (Non-asbestos) 
R-CT-1-03 (Non-asbestos) 

Porch 

Bedroom 3 ==Diii :~~~~~~~== Pantry Kitchen 

==:~~~~~m:==- I 

~ Bath I 1~~~~~ ~I 
I __ --'-_ Il=:-: ~~~::-::~-~~--~-~~ -,. Bath , -----------

--~~~-~~-~~~~~-~-~----J----L 

:j::L'l(iQ9:B99m 

Bedroom 2 Bedroom 1 

~====~==~=9_~~~~~~_~~~~_~~~~_.~~~=~.~._ ... _ ... ~-~.~.-~~ .. ~~_~~~~~~ 
Bedroom 4 

__ ..... :::::=::::t:lvlng::porctc==::::::::::: 

=~::~~:::::~~:::~:~:~:~~j ~~ ~~::~ 

Legend: 

1=:=-1 Ceiling Tile 

Ceiling Tile Location 
SECOND FLOOR 

U.S. Naval Station, Charleston 
Officer's Quarters 
Unit R 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/29/92 CONSULTANTS 

R-CT-1-01 
(Non-asbestos) 



TABLE "',5 
BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTEHS 

UNITR 



R·DI·1-01 

R·IS·1·01 

R·I·1-01 

- - - - - - ~ ~ 

TABLE 8.5 
BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNIT R (Cont.) 

15% NO 30% Cellulose 

25% NO 10 % Cellulose 

1 Insulation NAD 97% 

NA Not Analyzed w prevIous sample from homogeneous area positive. 

NAD No Asbestos Detected 'Type 1 &2 Floor Tile Is layered 

- ;1 

R·DI·1-01 



A 
S-L-2-02 
S-L-1-03 
S-L-1-02 ~S-DW-1-02 A \\"-1~ 

Reception 
Room 

~
~S-L-2-03 

\ ~ S-A-1-01 
S-L-2-01 
<::_, _1_f'l1 

~S-DW-1~01 
S-A-1-02 

FIRST FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit S 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/27/92 CONSULTANTS 



~---S-PI-1-01 (Non-asbestos replacement material) 
S-PI-2-01 (Non-asbestos replacement material) 
S-PI-3-01 (Asbestos-containing original insulation) 

Double Garage 

,----r---r-

I 'n I I 
I I 

~en : 

Bath I : 8ath 

Dining 
Room 

I 

Reception: 
Room : 

I _________ J 

r ___ - _ - - - - - - _~I~-~-l--------l-.J,--.I-
I I 
I I 
I I 

: Bedroom 5 I Screen Porch 
I : : 
I I I 
:~:=:========~ ____ J 

~ S-PI-3-02 (Asbestos containing original material) 
S-PI-3-03 (Asbestos containing original material) 

Legend: 
--- Insulated Pipe 

Note: 
Non-asbestos insulated pipe is located in the 
Boiler room and Double garage 

Pipe and Duct Sample Locations 

FIRST FLOOR 

U.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit S 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/27/92 CONSULTANTS 



S-I-1-01 (Attic) 

Bedroom 2 Bedroom 3 

Bedroom 1 Bedroom 4 

J==========1--

Living Porch 

SECOND FLOOR 

U.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit S 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/27/92 CONSULTANTS 



S-L-l-01 

S-L-l-02 

S-L-l-03 

S-L-Z-Ol 

S-L-Z-02 

S-OW-l-01 

S-OW-l-0Z 

S-OW-l.Q3 

S-A-l-0l 

S-A-l-OZ 

S-A-l-03 

S-A-l-04 

S-PI-l-Ol 

TABLE 0 6 
BULK SAMPLE SUIIIIMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNIT S 

1 linoleum NAD N/A 5% Synthetics, 25% Cellulose 

5% Synthetics, 5% Fiberglass, 

1 linoleum 5% Chrysolile NO 20% Cellulose 

5% Synthetics, 5% Fiberglass, 

1 llnoleum NAD N/A 30% Cellulose 

NAD N/A 10% Fiberglass, 25% Cellulose 

5% Synthetics, 5% Fiberglass, 

5% Chrysotile NO 25% Cellulose 

5% Synthetics, 10% Fiberglass, 
15% Cellulose 

NAD N/A 

< 1 % ChrysoWe NO 1 % Synthetics 

NAO N/A 60% Cellulose 

Spray - wall alld celJlng NAO N/A 

Spray- waIJ and ceiling < 1 % Chrysotlle NO 1 % Synthetics 

Spray- wall and celJlng < 1 % Chrysotlle NO 1 % Synthetics 

NAD NIA 2% 3% 

InsulatIon - NAD NIA 85% 5% 

NIA 80% 10% Cellulose 

Bedroom 5 Closet S-L-l-0l 

s.F: 
Laundry Room Z \6 S-L-l-OZ 

S-L-l-03 

Den Closet S-L-2-01 

~\\=': 

Kitchen 1';-0 S-L-2-0Z 

S-L-2-03 

Bedroom 5 S-OW-l.Ql 

DInIng Room S-DW-l.Q2 

Bedroom 1 Closet S-OW-l.Q3 

Den Wall S-A-l-Ol 

Bedroom 5 Wall S-A-l-OZ 

LMng Room Wall S-A-l-03 

S-A-l-04 

-01 

Boller Room 



$-PI-3-01 

S-PI-3-OZ 

5-1-1-01 

TABLE _6 
BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNIT S (Cont.) 

1 Insulallon 

40% Chrysotlie 
5% Arnoslte 

NA 

NA 

NAD 

NA Not Analyzed - prevIous sample from homogeneous area pos!t1ve. 

NAD No Asbestos Detecled 

NO 

N/A , 1 % Cellulose Attic 

S-PI-3-01 

S-PI-3-02 

S-PI-3-03 

S-I-l-01 



'II 

• • -
• • 
r 

• • 
• 
• • • • 
• 

W-I-1-01 (Attic) 
W-DW-1-02 (Attic) W-ES-1-02 

W-T-1-01 
W-L-1-02 
W-L-1-03 

Dining Room 

Living Room 

W-CW-1-01 
W-DW-1-01 
W-L-1-01 

'---- W-DW-2-01 

FIRST FLOOR 

U.S. Naval Station, Charleston, SC 
Officer's Quarters 
UnitW 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/28/92 CONSULTANTS 

~ W-ES-'-O' 



r 
I 
r: 
" 

Bedroom 1 
W-DW-1-03 

Bedroom 3 
Bedroom 2 

SECOND FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
UnitW 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/28/92 CONSULTANTS 



W-L-l-0l 

W-L-l-02 

W-L-l-03 

W-DW-l-0l 

W-DW-l-02 

W-DW-l-03 

W-DW-2-01 

W-CW-l-0l 

W-IS-l-Ol 

W-I-l-Ol 

W-ES-l-Ol 

- - - - -
TABLE 8.7 

BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNITW 

1 !!no!eum 5% Chrysolile NO 5% Fiberglass, 20% Cellulose Hall OutsIde Heater Room 

1 linoleum NA Bedroom 4 ' I "Z.. 

1 linoleum NA Kitchen Closet 

1 drywal! and Joint compound NAD N/A 50% Cellulose Heater Room 

1 drywall and Joint compound NAD N/A 50% Cellulose Garage Attic 

NAD NIA 50% Cellulose to 2nd Floor 

NAD NIA 50% Cellulose 

38' 5,r:, 
60% NO 30% Cellulose Heater Room 

NAD N/A 2% 2% Cellulose Guest Bathroom-2nd Floor 

1 Insulation NAD NIA 98% Attic 

~ Exterior 40% NO Rear of house 

1 ExterIor sealant 3% Chrysotile No 1% Cellulose Porch / "" J.....F, 
1 Exterior sealant NA Rear 

NA Not Analyzed - previous sample from homogeneous area positive. 

NAD No Asbestos Detected 

- -

W-L-l-Ol 

W-DW-l-03 

W-DW-2-01 

W-CW-l-Ol 

W-IS-l-Ol 

W-I-l-Ol 

W-T-l-Ol 

W-ES-l-Ol 

W-ES-l-02 



.~-- .. 

I , 
I 
i 

I 

I 
I 

I 
I , 
I 

I 
I 

I 

I 

I 

I 

I 

\\ BB-I-1-01 (Attic) 
~BB_DW-'-O' (A"'o) 

Dining Room 

Living Room 

t_T_'-O' 
BB-ES-1-01 

'---- BB-CW-1-01 
BB-DW-1-01 

~-- BB-L-1-01 

FIRST FLOOR 

u.S. Naval Station, Charleston, SC 
Officers QUarters 
Unit BB 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/28/92 CONSULTANTS 



• • • • • 
m 

• • 
I 
I 
J 

I 

1 

j, BB-IS-1-01 

I r BB-DW-1-03 

Bedroom 1 
I I, -InIIA 

, , 
/ //~/ /1 

/ / , / 
/ / / 

" ,/ /" / / / ,/ /// ,,/'r- -- . 
/ / . .. / / / 

T <>;> /i Y ,lfHntl -
,.. ,../ ,,/ /1 " " '1 -L -, / / 

" ,.. " " / / / 
/ / / 

/ / / / 

r- / / / 

Bedroom 3 
Bedroom 2 

SECOND FLOOR 

I I I Co "I """1,.,. I .. U.V. I~aval vldlion, vllarleslon, 0 ....... 

Officer's Quarters 
Unit BB 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/28/92 CONSULTANTS 



BB-L-1-01 

BB-L-l-Q2 

BB-L-1-03 

EIB-DW-1-01 

ElB-DW-1-02 

ElB-OW-l-03 

EIB-DW-2-01 

BB-I-1-01 

TABLE __ .8 
BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

-OFFICER HOUSING QUARTERS 

UNIT BB 

1 linoleum 10% Chl)'sotile NO Hall Outside Heater Room 

1 linoleum NA Bedroom 4 Gloset 

1 linoleum NA 

1 drywall and Joint compound NAD NfA 50% Cellulose Heater Room 

NAO IWA 30% Cellulose Garage Attic 

NAO NfA 60% Cellulose Hall Closet-2nd Floor 

NAO IWA 40% Cellulose 

50% NO 20% Cellulose 

l.fA 5% Cellulose Floor 

NAD l.fA 98% Attic 

I • Extenor 30% 2% Cellulose 

1-2% 

NA Not Analyzed - prevIous sample from homogeneous area positive. 

NAD No Asbestos Detected 

BB-L-1-Q1 

BB-L-1-Q2 

BB-L-l-Q3 

BB-DW-l-01 

BB-DW-1-02 

BB-OW-2-Q1 

BB-IS-1-01 

BB-I-1-01 



I 

r- CC-L-1-03 / \L_1~' • ~. 

• Dining Room 

• Living Room 

• 
i 

• 
I FIRST FLOOR 

I U.S. Naval Station, Charleston, SC 
Officers Quarters 

I 
UnitCC 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/27/92 CONSULTANTS 

I 
, 



Bedroom 1 

Bedroom 2 

CC-DW-1-03 
CC-IS-1-01 

o 
00 

1----' 1----1 
: I : : 

Bedroom 3 

SECOND FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit CC 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/27/92 CONSULTANTS 

'-- CC-I-1-01 (Attic) 



CC·L·1-01 

CC-L-1-02 

CC-L-1-03 

CC-L-2-01 

CC-DW-1-01 

CC-DW-1-02 

CC-DW-1-03 

CC-DW-2-01 

-01 

CC-I-1-01 

CC-ES-1-01 

TABL_ 8.9 
BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNITCC 

1 linoleum 5% Chrysotlle NO 5% Fiberglass, 20% Cellulose Hall Outside Heater Room 

1 linoleum NA Bedroom 4 

1 linoleum NA 

20% NO 10 % Cellulose Service Porch Closet 

1 drywall and Joint compound NAD N/A 50% Cellulose Heater Room 

NAD N/A 50% Cellulose ServIce Porch Closet 

NAD Floor 

60% NO 20% Cellulose Heater Room 

<1% NO 1% Cellulose Guest Bath-2nd Floor 

1 Insulation NAD N/A 95% 1% Cellulose 

• Exterior 30% NO Front of House 

1 Exterior sealant NAD N/A 1% 2% Cellulose 

NA Not Analyzed - previous sample from homogeneous area positive. 

NAD No Asbestos Detected 

CC-L-1-01 

CC-L-1-02 

-03 

CC-L-2-01 

CC-DW-1-01 

CC-DW-1-02 

CC-DW-1-03 

CC-DW-2-01 

CC-CW-1·.Q1 

CC-IS-1~11 

CC-I-1-01 

CC-T-1 I 

CC-ES-1 



DD-DW-1-03 
DD-L-1-03 
DD-DW-1-02 
DD-L-1-02 

Dining Room 

/ / / / / / / / /~~~~~~~I;~~[]JJ~II] / / / / / / / / / 
/ / / / / / / / / 

/ /0/ /. / L / /h/ / ~erv~ t-'"orc,,. / 
/ / / / / / / / / / 

/ / / / / / / / / 
/ / / / / / / / / / 

/ / / / / / / / / 

Living Room 

~ DD-CW-1-01 
DD-DW-1-01 
DD-L-1-01 

FIRST FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit DO 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/28/92 CONSULTANTS 

/ / / / ' 
/ / / / / / /~ 
//////// 

/ / / / / / / 
//////// 

/ / / / / / / 
//////// 

/ / / / / / / 
/ / / / / / / . 
/////// 
//////// 
/////// 
///////': 

/ / f"9r'qJ1 / / ) 
///////' 
//////// 

/ / / / / / /: 
///////< 

/ / / / / / /) 
/////// , 
///////: 
////////1 
///////i 
////////1 
/////// 
///////~ 
/////// 

/ / / / / / / /; 
///////' 

/ / / / / / / / 



J C0 
00 

J 
Bedroom 1 

~ 
"-- DD-IS-1-01 I 

Bedroom 3 
Bedroom 2 

SECOND FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit DO 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/28/92 CONSULTANTS 



- .. 

DD-L-l-0l 

DD-L-l-02 

DD-L-l-03 

DD-OW-l-0l 

DD-DW-I-02 

DD-CW-l-Ol 

- --_t ___ ,- ... ____ _ 
TABLE 8.10 

BULK SAMPLE SUMMARY FOR NAVAL STATION CHARILESTON 

OFFICER HOUSING QUARTERS 

UNIT DO 

1 linoleum 10% Chrysotlle NO 10% Fiberglass, 25% Cellul.ose Hall Oulslde Heater Room 

I linoleum NA KItchen Closet 

I linoleum NA Service Porch Closet 

1 drywall and Joint compI)und NAO NIA 30% Cellulose Heater Room 

NAD NIA 50% Cellulose KItchen Pantry 

NAD NIA 30% Cellulose Service Porch Closet 

NO 20% Cellulose 

NIA 3% Bedroom 2 

NA Not Analyzed - previous s<lmple from homogeneous area positive. 

NAD No Asbestos Detected 

.. -

DD-L-l-Ol 

DD-L-l-02 

DD-L-l-03 

DD-DW-l-0l 

-01 



• ,. 
• • • 
I , 

• • 
• .. 
• • • • • 
I 

I 

I 

I 

Dining Room 

Living Room / EE-T-1-01 
EE-ES-1-01 

EE-CW-1-01 

FIRST FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit EE 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/28/92 CONSULTANTS 



J 
~ . 

.. '>; . 
• t.r'-' , 

Ii 

00 

Bedroom 1 rXgigff~ 

"---- EE-DW-1-03 
Bedroom 2 Bedroom 3 

SECOND FLOOR 

U.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit EE 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/28/92 CONSULTANTS 



EE-L-l-Dl 

EE-L-l-02 

EE-L-2-01 

EE-DW-l-0l 

EE-DW-l-02 

EE-DW-l-D3 

EE-DW-2-01 

EE-CW-l-0l 

EE-IS-l-0l 

EE-I-l-0l 

EE-T-l-Dl 

EE-ES-l-Dl 

1 linoleum 

1 linoleum 

Cloth Duct 

Inter10r Sealant -

1 Insulation 

sealant 

TABLE 0.11 
BULK SAMPLE SUMMARY FOR 

OFFICER HOUSING QUARTERS 

UNIT EE 

10% Chrysotlle NO 5% Fiberglass. 20% Cellulose 

NA 

20% NO 20% Cellulose 

NAD N/A 50% Cellulose 

NAD N/A 40% Cellulose 

NAD N/A 

NAD N/A 50% Cellulose 

NO 20% Cellulose 

NAD N/A 10% Cellulose 

1 % Synthetics, 95% Fiberglass, 

N/A 1% Cellulose 

NO 

NAD 

NA Not Analyzed - previous sample from homogeneous area positive. 

NAD No Asbestos Detected 

Hall Outside Heater Room EE-L-l-Dl 

Kitchen Closet 

Bedroom 4 Closet EE-L-2-Dl 

Heater Room 

Garage Attic EE-DW-l-02 

I 

Heater Room EE-CW-l-Dl 

Bedroom 4 

Attic 

Front of 

Front 
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Bedroom 1 
IIPrrJ 

I 

Bedroom 2 Bedroom 3 

SECOND FLOOR 

I I C' "I v.y. l"Iaval ~ladon, '-'Ilarieston, y'-' 

Officer's Quarters 
UnitGG 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/28/92 CONSULTANTS 



GG-L-1-01 

GG-L-1-02 

GG-L-1-03 

GG-DW-1-01 

GG-DW·1-02 

GG-DW-2-01 

GG-IS-1-01 

GG-T-1-01 

GG-ES-1-01 

TABLE ".12 
BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNITGG 

15% Chrysotile NO 5% Fiberglass, 25% Cellulose Hall Outside Heater Room 

NA Kitchen Closet 

NA Closet 

1 drywall and Joint compound NAD N/A 60% Cellulose Heater Room 

NAD N/A 40% Cellulose KItchen Closet 

NAD N/A 40% Cellulose Service Porch Closet 

I I 

60% NO 20% Cellulose Room 

N/A 1% Cellulose Bedroom 4 

~ Exterior 40% NO Rear of House 

1 Exterior sealant 3% NO Porch 

NA Not Analyzed - previous sample from homogeneous area positive. 

NAD No Asbestos Detected 

GG-L-1-01 

GG-L-1-02 

GG-L-1-03 

GG-DW-t-01 

GG-CW-1-01 

GG-IS-1-01 

GG-T-1-01 



I 

I 

'--

Dining Room 

Living Room 

HH-ES-1-01 
HH-DW-2-01 

FIRST FLOOR 

. Charleston, I S Naval Station, 
U. . r's Quarters Office 
Unit HH 

Scale - None DURBIN 

SC 

-

ENVIRONMENTAL 

I 

Date: 5/28/92 CONSULTANT~ 



HH-IS-1-01 

Bedroom 1 

HH-DW-1-03 

Bedroom 3 
Bedroom 2 

SECOND FLOOR 

u.S. Naval Station, Charleston, SC 
Officers Quarters 
Unit HH 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/28/92 CONSULTANTS 



HH·L·1-01 

HH-L-1-02 

HH·DW-1-01 

HH-CW·1-01 

HH·IS-1-01 

HH·I·1-01 

HH·ES-1-01 

TABLE b.13 
BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNIT HH 

-

1 linoleum 15% Chrysotlle NO 5% Flbergl"ss, 20% Cellu"'se Hall Outside Heater Room 

1 linoleum NA Bedroom 4 Closet 

1 linoleum NA Closet 

1 drywall and Joint compound NAD N/A 30% Cellulose Heater Room 

NAD N/A 30% Cellulose Garage Attic 

NAD N/A 50% Cellulose Bedroom 1 Closet 

NAD N/A 50% Cellulos. 

Cloth Duct NO 2% Symthetlcs, 20% Cellul'ose Heater Room 

Interior N/A 5% 5% C.llul"s. Bedroom 1 Bath 

1 Insulation NAD , 2% Cellul,os. 

II - Exterior 30% NO Front of House 

1 ExterIor sealant NAD 

NA Not Analyzed - previous sclmple from homogeneous area positive. 

NAD No Asbestos Detected 

-

HH·L·1-01 

HH-L-1-02 

HH·DW·1·02 

HH·DW·1-03 

HH·DW·2-01 

-01 

HH·I·1-01 
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I 

I 

I 

I 

J 

I 

I , , 
, , 

J 
, , 

I 

1 
1 
I 
[ 

l. 

I , 

Dining Room 

,---II-L-1-03 
,--II-L-2-03 

II-L-1-02 
II-DW-1-02 
II-L-2-01 
II-L-2-02 

Living Room 

'--_____________ ~l ",-.,"" 
\\ L II-DW-1-01 L II-ES-1-01 

II-CW-1-01 

FIRST FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit II 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/27/92 CONSULTANTS 

11-1-1-01 (Attic) 

II-DW-2-01 
II-T-1-01 
II-L-3-01 



JU 0 1I-IS-1-01 

00 
Bedroom 1 A 

'" -r 1 r -
l- T Lilli I I 

I /11-0 
I- .l I 

~ •• -

W-1-03 

Bedroom 2 Bedroom 3 

j 
SECOND FLOOR 

J 
U.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit II 

Scale - None DURBIN 
.j 

ENVIRONMENTAL 
Date: 5/27/92 CONSULTANTS 



II-l-Hll 

lI-l-l-02 

II-l-l-03 

lI-l-2-01 

lI-l-Z-02 

II-L-Z-03 

II-L-3-01 

II-OW-l-0l 

II-OW-l-02 

II-OW-Z-Ol 

II-IS-l-Ol 

11-1-1-01 

II-T-l-Ol 

II-ES-l-Ol 

• I ......... ~A.- V •.• 

BULK SAMPLE SUMMARY FOR Nt.jAL STATION CHARL.ESTON 

OFFICER HOUSING QUARTERS 

UNIT II 

15% Chrysoti[la NO 5% FIberglass, 20% CeJlulo~~e Hall OutsIde Heater Room 

NA Hall Outside Bedroom 4 

NA 

15% Chrysotll., NO 5% Fiberglass. 20% Cellulo,se Bedroom 4 Closet 

NA Bedroom 4 

NA Closet 

25% NO 15% Cellulose Service Porch Closet 

1 drywall and joint compound NAO N/A 50% Cellulose Heater Room 

NAO N/A 60% Cellulose Bedroom 4 Closet 

NAD N/A 50% Cellulose 

N/A 50% Cellulose 

NO 20% Cellulose Heater Room 

NAO N/A 3% Cellulose GlUest Bathroom-2nd Floor 

NAO N/A 96% 1 % Cellulo:se Attic 

- Exterior 30% NO 

1 Exterior sealant 5% II, NO Front of House 

NA Not Analyzed - previous sample from homogeneous area positIve. 

NAD No Asbestos Detected 

lI-l-l-01 

lI-l-2-01 

II-L-3-01 

II-DW-l-02 

II-DW-2-01 

II-CW-l-Ol 

11-1-1-01 

II-T 

II-ES-l-Ol 



I 

I 
J 

I 
I 

I 
I 
I 
I 
I 
I 

I 
I 
I 

• 

\ ~"_'2_" ~ JJ-DW-2-01 

JJ-L-1-03 

~-'"" 

Dining Room 

Living Room 

~JJ-CW_1_01 
JJ-OW-1-01 
JJ-L-1-01 
JJ-ES-1-01 

FIRST FLOOR 

u.s. Naval Station, Charleston, SC 
Officer's Quarters 
Unit JJ 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/27/92 CONSULTANTS 



JJ-IS-1-01 
JJ-DW-1-03 

00 
Bedroom 1 

[11 
~II IIII II ~ =l:~1 

Bedroom 3 
Bedroom 2 

SECOND FLOOR 

U.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit JJ 

Scale - None 

Date: 5/27/92 

DURBIN 
ENVIRONMENTAL 
CONSULTANTS 



-

JJ·L·1·01 

JJ·L·1·02 

JJ-L-1-03 

JJ-l-2-01 

JJ-DW-l-0l 

JJ-DW-l-02 

JJ-DW-2-01 

JJ-CW-l.Ql 

JJ-IS-l-0l 

JJ-I-l-01 

JJ-T-l.Ql 

• • • • • • • • • • • • ~ . .'. . 
TABLE 8.15 

BULK SAMPLE SUMMARY FOH. NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNIT JJ 

1 linoleum 1·2% Chrysotile NO 10% Fiberglass. 20% Cellulose Hall Outside Heater Room 

1 linoleum NA Bedroom 4 

1 linoleum NA Klich"n 

15% NO 10% Cellulose Service Porch Closet 

1 drywall and jOint compound NAD N/A 60% Cellulose Heater Haam 

1 drywalJ and joint compound NAD N/A 40% Cellulose Bedrocm 4 

I NAD N/A 50% Cellulose Hall Closel~:2nd Floor 

NAD N/A 50% Cellulose 

60% NO 20% Cellulose Heater Hoom 

N/A Guset Bathroom - 2nd Floor 

1 Insulation NAD N/A 95% 1% Cellulose 

- Exterior 30% NO 

1 Exterior sealant 3% Cellulose Rear of House 

NA Not Analyzed - previous "ample from homogeneous area pasttiv •. 

NAD No Asbestos Detected 

JJ·L·1.Q1 

JJ·l-2.Ql 

JJ-DW·l-03 

JJ-IS-1-01 

JJ-I-l.Ql 

JJ-ES-l-01 



LL-I-1-01 (Attic) 
LL-DW-1-02 (Attic 

LL-ES-1-01 
LL-L-1-03 
LL-L-1-02 

Dining Room 

Living Room 

LL-T-1-01 
LL-DW-2-01 

LL-CW-1-01 
LL-DW-1-01 
LL-L-1-01 

FIRST FLOOR 

u.s. Naval Station, Char1eston, SC 
Officer's Quarters 
Unit LL 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/27/92 CONSULTANTS 

/ / / / / //// 
/ / / / / 

/ / / / / //// 
/ / / / / 

/ / / / / //// 
/ / / / / 

/ / / / / / // 
/ / / / / / 

/ / / / / //// 
/ / / / / 

/ / / / / //// 
/ / / / / 

/ / / / / //// 
/ /...t / / 

/ / rorcli //// 
/ / / / / 
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LL-DW-1-03 

00 
Bedroom 1 

• 

Bedroom 3 
Bedroom 2 

SECOND FLOOR 

U.S .. Naval Station, Charleston, SC 
....... "' ........... , .................... , ~ ...... ~ 
Unit LL 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/27/92 CONSULTANTS 



ll-l-l-01 

Ll·l·l-O:2 

lL·L·l-O:l 

Ll·DW·1~)l 

TAI3L' 8.16 
BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNIT LL 

1 JJnoleum 10% Chrysotlle NO 5% Fiberglass, 25 % Cellulose Hall outsldt~ Heater Room 

1 linoleum NA Laundry Closet 

1 linoleum NA Service Porch Closet 

1 drywall and Joint compound NAD N/A 40% Cellulose Heatl~r Room 

1 drywall and Joint compound NAD N/A 5% Cellulose Ga"lge Attic 

I NAD N/A 50% Cellulose Hall Closet~2nd Floor 

NAD , 50% Cellulose 

60% NO 20% Cellulose Heatl3r Room 

1 Insulation N/A I I 

30% NO OutsldElof 

1 Extenor sealant 3% NO 

NA Not Analyzed - previous sample from homogeneous area positive. 

NAD No Asbestos Detected 

ll·l·l-Ol 

Ll·DW·1-01 

LL·T·l-01 

LL·ES·l-Ol 



Dining Room 

M6-DW-1-02 
M6-L-1-02 
M6-L-1-01 

M6-1-1-01 (Attic) 
M6-DW-1-03 (Attic) 

.-"/,,:%,: 
" ,I" fCh,/' --

.. ' .,.- " .' , ,,/< 
%.- .-
" , , , ," ,.-" -' ,-' 

Living Room 

L-________________________ ~~~~~~~;~;1 
M6-DW-1-01 
M6-FC-1-01 
M6-CW-1-01 

FIRST FLOOR 

U,S, Naval Station, Charleston 
Officer's Quarters 
Unit M6 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/27/92 CONSULTANTS 

M6-DW-2-01 
M6-T-1-01 
M6-L-2-01 



'\ M6-IS-2-01 

o 
Bedroom 1 

Bedroom 2 Bedroom 3 

SECOND FLOOR 

U.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit M6 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/27/92 CONSULTANTS 
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-

M6·L·2·01 

MS·DW·1·01 

MS·DW·1·02 

MS·DW+03 

M6·DW·2·01 

MS·CW·l·0l 

M6·FC·1·01 

M6·IS·l-Dl 

MS·IS·2·01 

M6-I·1·01 

M6-T·l-Dl 

- - - -

1 linoleum 

1 linoleum 

1 dry'iVa1l and Joint compound 

Cloth on HVAC Duct 

Flexible Connector-heater unit 

1 Interior Sealant 

2 Interior Sealant 

1 Insulation 

- Exterior 

- - - - - - -
TABLE e.17 

BULK SAMPLE SUMMARY FOR 

NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTERS 

UNIT M6 

10% Chrysotile NO 5% Fiberglass, 20% Cellulose 

NA 

NA 

20% NO 10% Cellulose 

NAD N/A 50% Cellulose 

NAD N/A 40% Cellulose 

NAD N/A 50% Cellulose 

NAD N/A 

60% NO 20% Cellulose 

45% NO 50% 

NAD N/A 5% 10% Cellulose 

NAD N/A 5% 5% Cellulose 

NAD 95% 

30% NO 

NA Not Analyzed - previous sample from homogeneous area positive. 

NAD No Asbestos Detected 

- - - - - -

Bedroom 4 Closet M6-L·1-D1 

Kitchen Closet ". 
Hall Outside Heater Room 

Service Porch Closet M6-L·2·01 

Heater Room 

Kitchen Closet M6-DW·1·02 

Attic 

3s-- <_), 1-"-
Heater Room M6·CW·l-D1 

Heater Room M6·FC·1-D1 

Hall Outside Heater Room M6-IS·l·0l 

Bedroom 1 Bathroom 

Attic 

Service Porch M6·T+Ol 



" 

, :;J 

M7-DW-1-03 
M7-DW-2-01 

~
- M7-IS-1-O. 1 

;-M7-L-1-02 
/ \M~-~~1-01 .. 

Mf-DW-1-02 

( \ 1\1 

Dining Room 

--

Living Room 

M7-FC-1-01 
M7-CW-1-01 
M7-DW-1-01 
M7-L-1-01 
M7-M-1-01 

FIRST FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit M7 

Scale - None DURBIN 

Date: 5/27/92 
ENVIRONMENTAL 
CONSULTANTS 
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IV< Bedroom 1 
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I 111111: 

T -
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-L -

I- -'-- --1-

Bedroom 3 
Bedroom 2 

SECOND FLOOR 

U.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit M7 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/27/92 CONSULTANTS 



M7-L-l-01 

M7-L-l-02 

M7-L-2-01 

M7-M-l-Ol 

M7-DW-l-Ol 

M7-DW-l-02 

M7-DW-l-03 

M7-DW-2-01 

M7-CW-l-01 

M7-IS-l-01 

-01 

TABLE .18 
BULK SAMPLE SUMMARY FOR NAVAL STATION 

OFFICER HOUSING QUARTERS 

UNIT M7 

1 linoleum NAD NfA 5% Fiberglass, 40% Cellulose 

3% Synthetics, 3% Fiberglass, 

1 linoleum 5% 30% Cellulose 

NO 15 % Cellulose 

Mastic NAD NfA 3% , 60% Cellulose 

1 drywall and Joint compound NAD NfA 50% Cellulose 

1 drywall and Joint compound NAD N/A 40% Cellulose 

NAD N/A 40% 

NAD NfA 40% Cellulose 

on HVAC Duct 60% 20% Cellulose 

Connector-heater unit 45% NO 50% 

1 Interlor Sealant 

- Exterior 40% NO 

NA ~Jot Analyzed - previous sample from homogeneous area positive. 

NAD No Asbestos Detected 

Kttchen Closet M7-L-l-Ol 
'/ ~-/ 

.:.... _) '-1,-

Bedroom 4 M7-L-l-02 

Service M7-L-2-01 

Hall Outside Heater Room M7-M-l-0l 

Heater Room 

Kltchen Closet M7-DW-l-02' 

I 

Heater Room M7-FC-l-Ol 

• 1 sl 

Outside of House 
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ilk. ' '4fj;., 
'" 
I~ 
~,';,. 
". 

MS-DW-1-OZ 
M8-L-1-01 
M8-IS-1-01 

~M8-L-1-OZ 

Dining Room 

) 
I L MS-T-1-01 

C MS-ES-1-01 

~ Service Porch 111111111.f"l~ I'illl 
lM'~OW~2.Q' Living Room 

FIRST FLOOR 

M8-FC-1-O 
M8-CW-1-01 

~ -

------~~~·~~C;h~a~n~e~st~o~n,,:sscC Naval Station, 
u.S. Quarters _ Officer's 

~u~n~itjM~8~~:--'~~~D~U~R~B%IN~E~ L 
'--- ENVIRONMENTA Scale - None - NSUL TANTS 

CO ___ _ t ·5/28/92 Da e. 
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Bedroom 1 

Bedroom 2 Bedroom 3 

M8-DW-1-03 
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Officer's Quarters 
Unit M8 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/28/92 CONSULTANTS 



BULK SAMPLE 

3% Synlhetlcs, 10% Fiberglass, 

M8-L-l-0l 1 linoleum NAD N/A 20% Cellulose KItchen Pantry 

M8-L-l-02 1 linoleum 15% NO Bedroom 4 Closet MIH-l-02 

M8-L-2-01 3% 1. NO 50% Cellulose Hall Ou1slde Healer Room MS-L-2-01 

M8-DW-l-01 1 drywvall and Joint compound NAD N/A 50% Cellulose Heater RO(lm 

M8-DW-l-02 NAD Ni/A 40% Cellulose Kitchen Closet 

M8-DW-l-03 NAD N/A 50 % Cellulose Bedroom 3 Closel MB-DW-l-03 

M8-DW-2-01 NAD N/A 50% Cellulose 

M8-CW-l-0l 50% NO 20% Cellulose Room M8-CW-l-Ol 

Connector~heater unit 40% NO 50% Heater Room 

M8-IS-l-0l 1 Interior Sealant NAD N/A 20% Cellulose Floor 

-01 II, Front of 

-01 NAD III 

NA Not Analyzed ~ prevIous sample from homogeneous area positive. 

NAD No Asbestos Detected 



M9-1-1-01 (Attic) 
M9-DW-1-02 (Attic) 

, 
~ M9-DW-2-01 

M9-T-1-01 

M9-L-1-02 
M9-L-1-03 
M9-ES-1-01 

Dining Room 

Living Room 

M9-FC-1-01 
M9-CW-1-01 
M9-DW-1-01 

L---.-_ M9-L-1-01 

FIRST FLOOR 

u.s. Naval Station, Charleston, SC 
Officer's Quarters 
Unit M9 

Scale - None DURBIN 
ENVIRONMENTAL 

Date: 5/28/92 CONSULTANTS 



M9-IS-1-01 

Bedroom 1 

f--+....",..J---- M9-D\iV-1-03 

Bedroom 3 
Bedroom 2 

SECOND FLOOR 

u.S. Naval Station, Charleston, SC 
Officer's Quarters 
Unit M9 

Scale - None 

Date: 5/28/92 

DURBIN 
ENVIRONMENTAL 
CONSULTANTS 



-

M9-L-l-0l 

M9-L-l-02 

M9-L-l-03 

M9-DW-l-0l 

M9-DW-l-02 

M9-DW-l-03 

M9-DW-2-01 

M9-IS-l-01 

M9-I-l-0l 

M9-T-l-01 

M9-ES-l-0l 

- - - - - - ... - •• •• - - - -.. -
TABLE 8.20 

BULK SAMPLE SUMMARY FOR NAVAL STATION CHARLESTON 

OFFICER HOUSING QUARTEF\S 

UNIT M9 

3% Synlhetlcs, 7% Fiberglass, 

1 lino:eum 10% Chrysotile NO 20% Cellulose Hall Outside Heater Room 

1 linoleum NA Laundry Closet 

1 linoleum NA Kitchen Closet 

1 drywall and Joint compound NAD NfA 50% Cellulose Heater Room 

NAD NfA 25% Cellulose Garage Attic 

NAD NfA 30% Cellulose Bedroom 3 Closet 

NAD NfA 400A, Cellulose 

1 % Synthetics, 1 % Flbe~rglass, 

on HVAC Duct 60% NO 20% Cellulose Heater Room 

Connector-heater unit 50% NO <15% Heater 

1 Interior Sealant <1% NO 2% 1% I Bathroom 2ND Floor 

Insulation NAD NfA 95% 2% Cedlu10se Attic 

- Exterlol" 30% NO Front of House 

i Sealant NAD NfA 1% , 1 % Cel'lulose Front of House 

NA Not Analyzed - prev!ous sample from homogeneous area positive. 

NAD No Asbestos Detected 

M9-L-l-Ol 

M9-DW-l-0l 

M9-CW-1-01 

M9-FC-l-0l 

M9-IS-l-o-I 

M9-ES-l-01 

•• 
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